SEE MANHOLE ADJUSTMENT DETAILS FOR REQUIREMENTS IN THIS AREA

FINISHED GRADE

LOCATE OPENING AND STEPS OPPOSITE OF DROP

DRILL 1/4" HOLE IN CONE OPPOSITE STEPS, SEAL WITH SEALANT

3' MIN. COIL TRACER WIRE

5'-0" MINIMUM DIAMETER

CORE DRILLED OPENING

HOOD (ONLY REQUIRED IF SPECIFIED BY SBWRD)

DROP BOWL (RELINER® OR APPROVED EQUAL)

SHIELDED COUPLING

BEDDING MATERIAL

STAINLESS STEEL SUPPORT BRACKETS (4 FT MAX. SPACING, 2 ANCHORS MIN.)

PVC SDR-35 GASKET x SPIGOT 45° STREET ELBOW

0.2' MINIMUM DROP IN FORMED FLOW CHANNEL

NOTE:
1. SEE STANDARD DETAIL NO. MH-01 FOR ADDITIONAL REQUIREMENTS AND SPECIFICATIONS.

Snyderville Basin Water Reclamation District

INSIDE DROP MANHOLE

STANDARD DETAIL MH-03

Revision Date 4/20/20